REVISIONS BY
/\ 4/19/2015
SCOPE OF WORK DOORS AND WINDOWS
PROVIDE IMPACT WINDOWS AND IMPACT FRENCH DOORS ON THE NEW
ADDITION.
N.OA. FOR WINDOWS AND DOORS ARE SUBMITTED AS PART OF THIS PERM.
DIGITAL SIGNATURE
38'-4" DOOR AND WINDOW BUCK INSTALLATION
1. ATTACH 17 x 4" P.T. WOOD FILLER TO MASONRY STRUCTURE WITH
1/4" x 2 1/2" TAPCON CONCRETE SCREWS @ 8" 0.C, 1 1/4” MIN.
EMBEDDED INTO MASONRY STRUCTURE.
ATTACH 1” x 4” P.T. WOOD FILLER TO WD. FRAME STRUCTURE WITH
#12 x 2 1/2" GALVANIZED STEEL SCREWS @ 8" 0.C, 1 1/2" MIN.
FLOOR PL AN KEY NOTES EMBEDDED INTO WOOD FRAME STRUCTURE.
2. WHERE PRODUCT AP;ROVAL #REQUIRES WINDOW/DOOR TO
< BE INSTALLED WITH #8 OR #10 SCREWS, ALLOW SUCH
~~_ 1-'§EWSCBS- WALL W/ STUCCO FINISH BOTH SCREWS TO BE SUBSTITUTED (USING SAME SPACING) WITH
S~ IDES. 3/16” x 2 1/4" LONG (MINIMUM) APPROVED CONCRETE
- ) 2.- EXISTING TO REMAIN CBS WALL. ANCHORS WITH A MINIMUM EMBEDMENT OF 1 1/4” INTO Ry
N T 3.- 8" x 12" CONCRETE COLUMN. SEE STRUCTURAL . CONCRETE BLOCK. y ¢ <
- 3. WHERE PRODUCT APPROVAL REQUIRES WINDOW/DOOR TO
o 4.- NEW CONC. BEAM, SEE STRUCTURAL. BE INSTALLED WITH #12 OR HIGHER SCREWS, ALLOW SUCH § %
5.- PROVIDE NEW CONC. SLAB & CERAMIC TILE FLOOR. SCREWS TO BE SUBSTITUTED (USING SAME SPACING) WITH N =K
' 6.- NEW GABLE ROOF ABOVE.. 1/4” x 2 1/4" LONG (MINIMUM) APPROVED CONCRETE o i
! 7. 4" x 22" SOFFIT VENT ANCHORS WITH A MINIMUM EMBEDMENT OF 1 1/4” INTO A
8.- NEW ALUMINUM/GLASS, SINGLE HUNG WINDOW. CONCRETE BLOCK. . !
4. LIMIT SHIMMING GAP SPACE TO A TOTAL OF 1/4” ON EACH
5! 9.- NOT USED SIDE. %‘%
| 10.- EXISTING WINDOW TO REMAIN 5. EXISTING HOUSE STRUCTURE: CONCRETE BLOCK WALLS ON
{] 11.- EXISTING ELEC. METER ( SEE ELEC. SHT.) FIRST FLOOR, WOOD FRAME WALLS ON SECOND FLOOR.
i 12.- EXIST. ELEC. PANEL ( SEE ELEC. SHT.) DOORS AND WINDOWS NOTES
| = 13.- EXISTING AIR HANDLER UNIT
| K 14.- EXIST. WOOD FRAMED WALL 1. WINDOW AND DOOR ASSEMBLIES AND THEIR INSTALLATION SHALL BE IN é <
® : : ACCORDANCE WITH THE MANUFACTURER'S SPECIFICATIONS AS SET FORTH
( 12 Eﬁ'ggﬁgxéamggi:fg:gg# ABOVE IN APPROVED PRODUCT CONTROL SUBMITTALS PER THE F.B.C. N 2
,7 - ” Ww o 0
N | 2. ALL FIXED GLASS PANELS SHALL BE 3/16” SAFETY GLASS. ALL GLASS USED oo 2
X | INSIDE OF DWELLING TO BE TEMPERED. JZ 3,3
D " . % 3. EGRESS TYPE WINDOWS SHALL BE OPERABLE FROM THE INSIDE WITHOUT <Zf <Zf L m&
THE USE OF A KEY, TOOL, OR SPECIAL KNOWLEDGE OR EFFORT, AND SHALL 5¢& Cu5 L
! PROVIDE A CLEAR OPENING OF NOT LESS THAN 20" WIDE, 24" HIGH, AND = 0 P_C e
! 5.7 SQ. FT. IN AREA. THE BOTTOM OF THE OPENING SHALL NOT BE % T '-ll_J 02 =
PLACED HIGHER THAN 44" ABOVE THE FLOOR, AND NO PART OF THE o <cm™
MECHANISM SHALL BE PLACED HIGHER THAN 54" ABOVE THE FLOOR. L=~ § 05
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17 x 4" P.T. WD. BUCK AT TOP OF THE OPENING d)) —~ 093
X4 PL WD, ATTACH TO EXIST. CONC. LINTEL W/ 1/4” x 2 3/4" ow ".z¢
FURRING TAPCON SCRWEWS © 8" 0.C. AND STAGERED, FIRST =y >
SCREW 4” FROM TOP, LAST SCREW 4” FROM BOTTOM o 0) g % ™
. /p} ©
M 1/4 x 2 3/4 TAPCON SCREWS | 1/4” x 2 3/4” TAPCON SCREWS O =z Z ©
T ” ” ” ” r N
J- MAX. CORNER DIST. 6", @ 12" 0.C. MAX. MAX. CORNER DIST. 8", @ 12" 0.C. MAX. Y < o=t
VINTL WEATHER 11/2” MIN. EMBEDED INTO CONCRETE 1 1/2" MIN. EMBEDED INTO CONCRETE O O o O s
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N e MARBLE SILL e 1 . 5/8” DRYWALL
I _ S e ST SCALE: AS SHOWN
FBC 2014 EXISTING BUILDINGS PR 4 - S e :
SEC., SECTION 507 ADDITIONS (DEFINITION), AND CHAPTER 11 ADDITIONS CONCRETE SILL 2 . S \L
" . L= CAULK DRAWN:
. 4 PERIMETER CAULKING AND BACK BEDDING .
The ADDITION complies with the building and electrical codes. . . N USE HIGH DENSITY GE SILICONE =X 1" x 4" P.T. WD. BUCK AT TOP OF THE OPENING JUAN A. HERNANDEZ
- - - TION Complles with Chapter 11, Section 1102 He|ght sand Areas Limitations ‘ o 44 A’_|_I ’ SKU # M900026-30 OR EQUAL PERIMETER CAULKING AND BACK BEDDING ATTACH TO EXIST. CONC. LINTEL W/ w/4” x 2 3/4”
- ; ; : \ TAPCON SCRWEWS @ 8" 0.C. AND STAGERED, FIRST
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